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Abstract: Integration of wind energy into the grid faces a great challenge regarding power
quality. The International Electrotechnical Commission (IEC) 61400-21 standard defines the electrical
characteristics that need to be assessed in a Wind Turbine (WT), as well as the procedure to measure
the disturbances produced by the WT. One of the parameters to be assessed are voltage fluctuations
or flicker. To estimate the flicker emission of a Wind Power Plant (WPP), the standard establishes
that a quadratic exponent should be used in the summation of the flicker emission of each WT.
This exponent was selected based on studies carried out in WPPs with type I and II WTs. Advances in
wind turbine technology have reduced their flicker emission, mainly thanks to the implementation of
power electronics for the partial or total management of the power injected into the grid. This work
is based on measurements from a WPP with 16 type III WTs. The flicker emission of a single WT and
of the WPP were calculated. Low flicker emission values at the Point of Common Coupling (PCC) of
the WPP were obtained. The flicker estimation at the PCC, based on the measurement from a single
WT, was analyzed using different exponents. The results show that a cubic summation performs
better than the quadratic one in the estimation of the flicker emission of a WPP with type III WTs.
Keywords: power quality; wind power plant; voltage fluctuations
1. Introduction
Wind energy represents an increasing proportion of the globally produced energy [1,2].
Power quality control is required to not compromise the quality of the supply network with the
integration into the grid of this renewable source [3]. The International Electrotechnical Commission
(IEC) 61400-21 standard defines the procedures for measuring and assessing the power quality in
grid connected Wind Turbines (WTs) [4]. The revision of the standard in force is being addressed
within the Maintenance Team TC88/MT21 of IEC, whose work will lead to the release of a new edition
of the standard separated in two parts: Part 1 for testing WTs, and Part 2 for testing Wind Power
Plants (WPPs).
The quantities that shall be stated for characterizing the power quality of a single WT according to
the standard are: voltage fluctuations, current harmonics, interharmonics, high-frequency components,
voltage drop response, power control (active and reactive power), grid protection, and reconnection
time. The literature gathers several works about the measurement, modeling and control of these
disturbances and how to minimize their impact [5–7].
Voltage fluctuations or flicker are one of the electric characteristics most complex to assess.
At the time the first edition of the standard was defined [8], the vast majority of the installed WTs
were fixed speed turbines (type I), which presented flicker emission values well above the expected
Energies 2019, 12, 2404; doi:10.3390/en12122404 www.mdpi.com/journal/energies
Energies 2019, 12, 2404 2 of 13
regulatory limits [9]. However, with the use of variable speed WTs (type II) flicker emission values
were reduced [10–12]. Currently, new types of WTs implement flicker mitigation strategies with the
use of power electronic devices for the partial (type III) or complete (type IV) management of the
generated power. This has considerably reduced the flicker emission [12–14].
Despite the low flicker emission of an individual WT, it is of vital importance to accurately
estimate the impact of the aggregation of multiple WTs. The IEC 61000-3-7 standard defines a formula
to aggregate the flicker produced by different sources. The summation exponent α depends on the
probability of occurrence of coincident fluctuations. The IEC 61400-21 standard specifies a quadratic
summation of each individual WT value to estimate the flicker emission of a WPP. The use of a quadratic
summation is based on the criteria established by the IEC 61000-3-7 standard [15], as well as on studies
performed before and during the definition of the IEC 61400-21 standard [9,10,16,17].
Many studies have been conducted to analyze the quadratic summation of the flicker emission
of WTs, based on fixed speed [9–11,16,18] or variable speed [10,11,16] WTs. Some of these studies
performed measurements on two WTs assuming that the set of both turbines could be represented as
the sum of the individual values [9,10,16]. Other works carried out measurements at different locations
in a WPP. In [11], measurements were performed at a WT and at the end of the string feeder the WT
was connected at; in [18], measurements were performed at a WT and the Point of Common Coupling
(PCC) of a WPP consisting of four WTs. In both studies, flicker emission values at the string feeder or
at the PCC were compared with the estimated ones obtained through the quadratic summation of the
values registered at the WT. From all those studies, refs. [10,11] are the only ones implementing the
flicker measurement procedure of the IEC 61400-21 standard.
These studies reached different overall conclusions. On the one hand, refs. [9,10,16] corroborate
the adequacy of the quadratic summation to estimate the flicker emission of a group of WTs. On the
other hand, reference [18] shows important differences between the measured and estimated flicker
emission values.However, these divergences could come from the fact that background fluctuations at
the PCC of the WPP were not removed from the study. Finally, the results presented in [11] show that
the quadratic summation provides flicker emission values higher than the measurements performed at
the string feeder of the WPP.
To analyze the degree of correlation between voltage fluctuations produced by identical WTs
situated in nearby locations and working under similar wind conditions, the aim of this work was
two-fold: to assess the flicker emission at the PCC of a WPP consisting of 16 WTs, and to analyze the
quadratic summation method to estimate WPP flicker emission based on the measurements of a single
WT. To that end, voltage and current waveforms were synchronously recorded at the terminals of
a single WT and at the PCC of a WPP located in Spain. The estimated and measured flicker emission
values were compared, and the exponent providing a better adjustment of the results was analyzed.
2. Flicker Measurement Procedure during Continuous Operation of WT
The IEC 61400-21 standard defines the flicker measurement and assessment procedure during
continuous operation of a WT. The Maintenance Team TC88/MT21 of IEC is currently working on
the modification of this procedure [19]. Figure 1 shows the block diagram of the flicker measurement
procedure of the standard in force, as well as of its forthcoming edition. Both procedures comprise
5 steps using the phase to neutral voltage and line current 10 min input signals recorded at the
WT terminals.
The difference between both procedures lies in the fourth block. The standard in force specifies
that each 10 min time series must be classified in wind speed bins according to the mean wind speed.
At least 15 10 min time series of voltage and current measurements have to be collected for each 1 m/s
wind speed bin, with bins going from a cut-in wind speed of usually 3 m/s to 15 m/s. In contrast,
the forthcoming edition of the standard establishes that each 10 min time series has to be classified
into power bins, expressed as a percentage of the rated power of the WT, Pn. Moreover, 11 power bins
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are specified as 0%, 10%, 20%, · · · , 100% of the Pn, being 0, 10, 20, · · · , 100 the bin midpoints. In this
case, at least 21 10 min time series are required for each power bin.
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Figure 1. Block diagram of the measurement and assessment procedure for flicker during continuous
operation of a grid connected WT according to the IEC 61400-21 standard in force and its
forthcoming edition.
In Block 1 the interaction between the WT and an ideal grid free from voltage disturbances
is implemented through the fictitious grid represented in Figure 2. The WT is modeled by means
of a current generator representing the line current im(t) measured at the WT terminals. The grid
is represented by an ideal voltage generator u0(t) connected in series with a resistance Rfic and
an inductance Lfic. The ideal voltage u0(t) has to meet two requirements: it cannot contain any voltage
fluctuations, and it shall have the same electrical angle as the voltage um(t) measured at the WT
terminals [20]. In this way, the fictitious voltage, ufic(t), which characterizes the voltage fluctuations
produced exclusively by the WT, is obtained according to the following equation:
ufic(t) = u0(t) + Rfic · im(t) + Lfic · dim(t)dt . (1)
u0(t)
+
-
Rfic Lfic
im(t)
+
-
ufic(t)
Figure 2. Fictitious grid implemented in Block 1 of the IEC 61400-21 standard.
The ufic(t) voltage should be obtained for four grid impedance values (Rfic and Lfic), determined
by four grid impedance phase angles (ψk = 30◦, 50◦, 70◦ and 85◦) and for a specific Short-Circuit Ratio
(SCR). The SCR value represents the relation between the short-circuit apparent power of the fictitious
grid, Sk,fic, and the rated apparent power of the WT, Sn. The standard specifies a SCR value between
20 and 50. Thus, four ufic(t) voltage signals are obtained for each 10 min time series input at the output
of Block 1.
Block 2 implements a class F1 IEC flickermeter according to the IEC 61000-4-15 standard [21],
obtaining a flicker severity value, Pst,fic, for each ufic(t) voltage. In total, four Pst,fic values are obtained
for each 10 min time series, one for each ψk value.
The flicker coefficient c(ψk) is obtained in Block 3 by normalizing the Pst,fic value with the
following equation:
c(ψk) = Pst,fic · SCR. (2)
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According to the standard in force, Block 4 weights the flicker coefficients c(ψk) of the whole set
of 10 min time series using four annual average wind speed values. Then, the 99th percentile of each
distribution is reported, yielding 16 flicker coefficients c(ψk)w. In contrast, the forthcoming edition
of the standard would require the 95th percentile of the flicker coefficients for each power bin [22],
reporting the worst case flicker coefficient c(ψk)p for each ψk value.
Based on these reported values, Block 5 estimates the flicker emission from a single WT at the
PCC as follows:
Pst = c(ψk) · SnSk , (3)
where ψk is the grid impedance phase angle at the PCC and Sk is the short-circuit apparent power
at the PCC. In case ψk is not one of the values defined by the standard, a linear interpolation of the
reported values is suggested to obtain the c(ψk) value.
Finally, the standard determines that the flicker emission of a group of WTs at the PCC could be
estimated as follows:
Pst,Σ =
1
Sk
·
√√√√Nwt∑
i=1
(ci(ψk) · Sn,i)2, (4)
where Nwt is the total number of WTs, ci(ψk) is the individual flicker coefficient of each WT and Sn,i
the rated apparent power of each WT.
3. Data Collection
This work is based on a large database of real voltage and current waveforms recorded at a 32 MW
WPP located in Spain. The WPP is distributed into three strings, comprising a total of 16 Type III 2 MW
WTs disposed as shown in Figure 3.
b
b b b
b b b
b b b
b b b
b
b b
L1
L2
GRID
LV (690 V)
MV (20 kV)
HV (132 kV)
Figure 3. Illustration of the electrical layout of the WPP.
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Each WT is a pitch regulated, upwind WT with active yaw, three-blade rotor, and a high-efficiency
4-pole doubly fed generator with wound rotor and slip rings. The WT has a rated current of 1500 A
and 690 V of nominal voltage.
Voltage and current GPS-synchronized measurements were performed at two different locations
of the WPP: on the low voltage side (690 V) at the terminals of one WT (L1 in Figure 3), and on the
high voltage side (132 kV) at the PCC of the WPP (L2 in Figure 3). During the month and a half long
measurement campaign, a total of 4914 10 min time series were recorded at each location. For each
time series the operational status of the 16 WTs was annotated and the active power at both locations
was calculated. After removing those time series containing switching operations of the WT, and after
discarding the time series in which not all the WTs were working, a total number of 3211 10 min time
series were selected for the study database. Figure 4a shows the histogram of the time series power at
L1, with respect to the Pn of the WT (2 MW), whereas Figure 4b shows the histogram of the time series
power at L2, with respect to the Pn of the WPP (32 MW).PSfrag replacements
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Figure 4. Power distribution of the selected 10 min time series. (a) Time series recorded at L1 with
respect to the power bin of the WT (2 MW). (b) Time series recorded at L2 with respect to the power
bin of the WPP (32 MW).
4. Results
Based on the selected 3211 time series, flicker emission values were calculated at the PCC in two
ways: first, using the recordings from L1 and following Equation (4); second, using the recordings
from L2 and directly calculating the flicker emission. For that purpose, the impedance at the PCC was
measured, providing a value of Z = 6.581 6 87.34◦. Finally, both results were compared.
4.1. Estimation of the Flicker Emission at the PCC according to IEC 61400-21 Standard
Using the voltage and current time series recorded at L1, the Pst of the WT at the PCC was
calculated. To that end, Equation (3) of the IEC 61400-21 procedure was applied, the measured Sk
value at the PCC being 2700 MVA. Using these Pst values the flicker summation, Pst,Σ, was estimated
following Equation (4). This equation can be simplified to Pst,Σ =
√
16 · Pst, considering that in the
selected time series, the 16 WTs were simultaneously working. Figure 5 represents the median, 95th
and 99th percentiles of the distribution of Pst,Σ values for each ψk. The maximum values were obtained
for angles between 40◦ and 60◦. The medians of Pst,Σ distributions ranged between 0.0094 and 0.0118.
For the particular case of ψk = 87.34◦, the complete distribution is represented by means of a boxplot
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in Figure 5. The edges of the blue box represent the 25th and 75th percentiles, and the black dashed
whiskers extend to the minimum and maximum values.
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Figure 5. Statistics of the estimated Pst,Σ values at the PCC with respect to the ψk values: median
(red asterisks), 95th percentile (blue circles) and 99th percentile (black squares). A boxplot is depicted
to represent the distribution for the particular case of ψk = 87.34◦.
Figure 6 shows, for the case of ψk = 87.34◦ and using boxplots, the distribution of Pst,Σ values for
each power bin of the WT. The central solid horizontal red line in each box is the median and the red
crosses represent the outliers of the distributions which were obtained following the Tukey’s fences
method [23]. Black circles represent the 95th percentile for each power bin. According to the standard,
these values are those to be reported as the flicker emission for each bin.
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Figure 6. For a ψk value of 87.34◦, boxplots of the estimated Pst,Σ values at the PCC with respect to the
power bin of the WT (2 MW).
Considering that the registered data was mainly located at the lowest power bins, a greater number
of outliers were obtained for those power bins. The lowest Pst,Σ values were obtained between the 30%
and 60% power bins. For the lowest power bins (0% to 20%) intermediate Pst,Σ values were observed.
Between the 70% and 100% power bins Pst,Σ values increased as the power bin increased. Maximum
values were registered between the 90% and 100% power bins. The maximum 95th percentile was
0.0133, obtained for the 100% power bin whose median value is 0.0126.
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4.2. Measurement of the Flicker Emission at the PCC
Using the voltage and current time series recorded at L2, the Pst,L2 values at the PCC of the WPP
were obtained. The direct way to obtain the flicker emission at the PCC is to analyze the registered
voltage using the IEC flickermeter. However, this procedure does not distinguish between the flicker
emission of the WPP and the background voltage fluctuations present at that measurement point in
the grid. Therefore, similarly to what the IEC 61400-21 standard establishes, the flicker emission at the
PCC exclusively produced by the WPP was obtained by means of a model representing the interaction
between the WPP and the Thevenin’s equivalent circuit of the grid. In this case, the current source
represents the current injected by the WPP whose value corresponds to the current registered at L2.
For the Thevenin impedance the known value of Z = 6.581 6 87.34◦ was used.
Figure 7 depicts, the distributions of the measured Pst,L2 values for each power bin of the WPP.
The obtained values ranged between 0.0033 and 0.0100, showing the low flicker emission level of the
WPP. Excluding outliers, the measured Pst,L2 values increased as the generated power of the WPP
increased from the lowest to the 90% power bin. At this latter power bin, the maximum values were
reached. The 100% power bin presented a very low dispersion and lower Pst,L2 values compared to
the 90% power bin. It is important to note that the 100% power bin represents the situation at which
all the WTs of the WPP are working at around the 100% of their power. This implies that the flicker
generation of each WT will be practically the same and, therefore, the measured flicker values should
be similar.
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Figure 7. For a ψk value of 87.34◦, boxplots of the measured Pst,L2 values at the PCC (16 WTs) with
respect to the power bin of the WPP (32 MW).
4.3. Comparison between the Estimated and Measured Flicker Emission at the PCC
The comparison between the estimated Pst,Σ and measured Pst,L2 values at the PCC was performed
using the results obtained for a ψk angle of 87.34◦. Overall, the measured Pst,L2 values were lower than
the estimated ones. This proves that the standard overestimates the flicker emission of the whole WPP.
When comparing the corresponding individual time series at L1 and L2, large deviations were
obtained between the measured and estimated flicker emission values. Figure 8a depicts the estimated
flicker values versus the measured ones. The results obtained for the time series grouped between the
0% and 30% power bins are represented in black color, whereas the ones corresponding to power bins
between 40% and 100% are represented in red. Figure 8b represents, using boxplots, the distributions
of the percentage deviation between the estimated Pst,Σ and measured Pst,L2 values, calculated as:
∆Pst,Σ =
Pst,Σ − Pst,L2
Pst,L2
. (5)
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From left to right, the results correspond to the time series grouped between the 0% to 30%, 40% to
100% and those at the 100% power bin, respectively.
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bins 40% to 100%
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Figure 8. Deviation between the estimated Pst,Σ and measured Pst,L2 values at the PCC. (a) Estimated
versus measured results, obtained with the time series classified between the power bins 0% to 30%
(in black) and between 40% to 100% (in red). (b) Boxplots of the percentage deviation between the
estimated Pst,Σ and the measured Pst,L2 values.
In Figure 8a, two different trends can be distinguished between 0% to 30% and 40% to 100%
power bins. Moreover, there is a poor correlation between the obtained results and the dashed black
line which represents the ideal situation at which the estimated and measured values are identical.
However, if only the time series classified between 40% to 100% power bins are considered, a similar
slope is appreciated between the obtained results and the reference values.
Figure 8b shows large deviations between the estimated and measured values. For the particular
case of the results obtained for 0% to 30% power bins, half of the deviations were higher than 113%,
with a maximum deviation of 265%. On the other hand, for the time series corresponding to power
bins between 40% and 100%, half of the deviations were greater than 57%, with a maximum deviation
of 100%. Considering only the time series grouped at the 100% power bin, the deviations were
concentrated around the 59%, showing a very low dispersion.
The obtained discrepancies may appear for several reasons. On the one hand, the exponent used
in the flicker aggregation can make the results be far away from the ideal ones, represented by the
dashed black line in Figure 8a. On the other hand, the significant discrepancies obtained for the lowest
power bins (0% to 30%) could be the consequence of the existing difficulties in compensating the
reactive power when the power generated by the WPP is low [24].
4.4. Summation Exponent Effect
When aggregating different flicker sources according to [15] an exponent, α, is used. The value
of α depends on the probability of occurrence of coincident fluctuations. Exponents α=1, 2, and 3
represent high, medium, and low probability of occurrence, respectively, whereas α=4 represents very
unlikely probability of coincident fluctuations. Currently, the IEC 61400-21 standard in force defines
a quadratic summation to estimate the flicker caused by a whole WPP. This is because the WTs are
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considered stochastic uncorrelated noise sources of flicker, and therefore present a medium probability
of occurrence of coincident fluctuations [17]. However, the effect of the exponent was studied in view
of the existing deviations.
The summation exponents providing the estimated Pst,Σ values that best fit the measured Pst,L2
values, αbf, have been obtained for each time series. Table 1 shows, for each power bin, the median
and interquartile range (IQR) of the αbf. The IQR is represented showing the 25th and 75th percentiles
in brackets, providing a measure of the dispersion of the values. The median of the exponents ranged
between 2.75 and 8.50. For the case of power bins between 0% and 20%, the αbf values presented
a larger dispersion than for the rest of the bins. The 100% power bin presented the lowest dispersion.
Overall, for the time series grouped in 40% to 100% power bins, the medians of αbf values are within
a range of 2.75 and 3.16.
Table 1. Statistics of the obtained best fitting exponents, αbf, at each power bin of the WPP.
Best Fitting Exponent
Bin Median IQR
0% 8.50 (7.62–9.91)
10% 6.23 (5.44–7.16)
20% 3.94 (3.70–4.19)
30% 3.41 (3.32–3.52)
40% 3.16 (3.03–3.28)
50% 2.97 (2.87–3.07)
60% 2.77 (2.66–2.85)
70% 2.75 (2.65–2.90)
80% 2.79 (2.60–2.85)
90% 2.86 (2.74–2.98)
100% 3.00 (2.94–3.05)
To obtain the α value producing the lowest error between the estimated and measured values
for the power bins between 40% and 100%, the estimated Pst,Σ values were obtained using α values
between 2 and 4 in steps of 0.1. Figure 9 shows the mean of ∆Pst,Σ with respect to the α used in the
estimation. The time series grouped in the range of 40% to 100% power bins are represented by red
circles, and the ones grouped at the 100% power bin by blue asterisks. The lowest mean deviations
were given with α = 3, for both sets of time series.
mean value of bins 40% to 100%
mean value of bin 100%
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Figure 9. Mean of percentage deviations between the estimated Pst,Σ and measured Pst,L2 values with
respect to α for the time series grouped between the 40% and 100% power bins (red circles), and for the
time series grouped at 100% power bin (blue asterisk).
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Figure 10 shows the obtained deviations between the estimated and measured flicker values for
the case of α = 3. There is a better agreement between the estimated and the measured values for the
time series grouped between the 40% and 100% power bins. For this set of time series the deviations
decreased to less than 10% for the 75% of the values. In the case of the 100% power bin all deviations
were below 5%.
Finally, the 95th percentile of the measured flicker emission value at the PCC of the WPP was
Pst,L2 = 0.0082. According to the standard, with α = 2, the estimated flicker emission of the WPP at
the PCC was Pst,Σ = 0.0133, based on the maximum 95th percentile of each power bin. This estimated
value presented a deviation of 62% with respect to the measured flicker emission. However, if α = 3 is
used, an estimated flicker emission of Pst,Σ = 0.0084 was obtained, with a deviation of only 2%.
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Figure 10. Deviation between the estimated Pst,Σ and measured Pst,L2 values at the PCC, for α = 3.
(a) Estimated versus measured results, obtained with the time series classified between the power bins
40% to 100%. (b) Boxplots of the percentage deviation between the estimated Pst,Σ and the measured
Pst,L2 values.
5. Discussion and Conclusions
Technological advances in the wind power sector have reduced considerably the flicker emission
of WTs [10–14]. The implementation of power control methods in modern WTs leads to the reduction
of voltage fluctuations [13,25]. These methods reduce the power fluctuations injected to the grid,
and hence also the flicker emission. As an example, the 99th percentile of the flicker coefficients c(85◦)
reported in [12] were 5.8, 3.8 and 2.5 for WTs of types I, II, and IV, respectively. The reduction in
flicker emission of these new WTs leads to think about the flicker contribution of a WPP at the PCC.
Considering the 32 MW WPP of the study, the 95th percentile of the flicker severity measured on the
voltage signal at the PCC was Pst = 0.2572, whereas the 95th percentile of the flicker values emitted
exclusively by the WPP at the PCC was only 0.0082. Therefore, this WPP contributes with the 3.19% of
the total flicker severity value present at the PCC. The flicker contribution of the WPP in this particular
scenario is very low. However, the flicker emission of the WPP depends on the strength of the grid,
and in the case of a similar WPP being connected to a weaker grid the flicker emission would be higher.
Additionally, a varying number of WPPs can be connected on the same line, affecting the overall
flicker contribution.
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On the other hand, the IEC 61400-21 standard establishes that the estimation of the flicker emission
of a group of WTs can be estimated by means of the quadratic summation of each single flicker value
of each WT. The summation exponent α = 2 should be used to aggregate flicker sources that present
moderate probability of coincident fluctuations [15]. All the studies that helped to define the standard,
and those that later corroborated its validity, were based on measurements carried out at type I or
II WTs. However, the results obtained in this work suggest that the flicker aggregation in a WPP
with type III WTs should not be quadratic, but cubic. Type I and II WTs present a flicker emission
characteristic directly related to the wind speed: power fluctuations caused by variations in the wind
speed, are the ones producing flicker emission. Understandably, the effect of the wind is similar in WTs
situated in nearby locations, presenting a moderate probability of generating coincident fluctuations
between the WTs. However, type III and IV WTs implement power control systems based on power
electronics, which manage the total or partial power injection into the grid. Such power management
systems minimize the direct effect of wind fluctuations on the generated power. In fact, the flicker
emission characteristic of these types of WTs remains almost constant regardless of the wind speed.
Therefore, it seems also reasonable that with these types of WTs the probability of presenting coincident
fluctuations is lower than with type I or II WTs. According to [15], an exponent of 3 should be used
to aggregate flicker sources with low probability of coincident fluctuations. Moreover, α = 3 is the
exponent proposed by the IEC 61000-3-7 standard for general use when additional information is not
available to justify a different value.
More studies covering different configurations of WPPs with different types of WTs are needed
to confirm the results of this work. In any case, a revision of the flicker summation law currently
proposed by the standard is warranted.
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